
48.0
1219

65.0
1651

MIXED WATER
OUTLET

2-1/2 FLANGEHOT WATER
INLET

2-1/2 FLANGE

RETURN TO
HEATER

1 SWEAT

MIXED RETURN
INLET

1-1/2 SWEAT COLD WATER 
INLET

2-1/2 FLANGE

PRESSURE GAUGE

THERMOMETER

STRAINER
CHECK VALVE

RECIRC BALANCING VALVE

DRV40

BALL VALVE

3.9
10016.0

407

3.3
85

13.8
350

16.2
412

10.7
272

17.6
447

3.8
97

50.9
1293

24.0
610

56.6
1437

57.6
1464

NOTE:
ALL VALVES AND FITTINGS IN THIS ASSEMBLY CONTAIN LESS THAN 0.25% LEAD BY WEIGHTED AVERAGE
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